The use of the biological method for treating iron containing underground waters

Oleksandr KVARTENKO1) ABCDEF, Larysa SABLIY2) CDEF, Nataliya KOVALCHUK1) CDEF, Andriy LYSYTSYA3) CDEF

1) National University of Water and Environmental Engineering, Kiev, Ukraine; e-mail: o.m.kvartenko@nuwm.edu.ua; n.s.kovalchuk@nuwm.edu.ua
2) National Technical University of Ukraine "Igor Sikorsky" Kiev Polytechnic Institute, Kiev, Ukraine; e-mail: larisasabliy@ukr.net
3) Rivne State University of Humanities, Department of Ecology, Plastova str. 29a, 33028 Rivne, Ukraine; e-mail: lysycya@ukr.net

Abstract

The use of the biological method is promising for treating underground waters from iron compounds. Iron bacteria used in the process are widely spread in weak acidic and neutral underground waters containing iron ions (II), dissolved carbon dioxide and minimum concentrations of oxygen. The relevant direction of present-day biotechnology is the use of iron bacteria for treating underground waters. The goal of this research is to compare the efficiency of using the biological method for treating underground iron containing weak acidic and neutral waters under different conditions. As the test-objects, Gallionella and Lepthotrix iron bacteria were used. The sedimentation of bio-minerals was obtained from the washout waters of the biological deironing station. Calcium soda was used as an additional source of inorganic carbon for bacteria. As a result of the studies it is established that the use of the non-reagent method gives the possibility to achieve only 80% efficiency in removing iron compounds while the use of sodium carbonate results in increasing efficiency up to 93%. To determine the contribution of biological purification of ground water from iron compounds, the bacteria were inhibited with the preparation of polyhexamethylene guanidine (PHMG) chloride. It was found that inhibition of Gallionella and Lepthotrix led to the reduction of 50% of the iron removal effect. The mechanism was developed of inhibiting the process of iron bacteria metabolism by PHMG (polyhexamethylene guanidine). The new technology of arranging a block-module station for treating underground waters is proposed.

Key words: biological method, iron bacteria, treatment stations, underground water

INTRODUCTION

In underground waters in many regions of the world, iron is present in different forms. In accordance with the data presented [CULLIMORE, MCCANN 1978], along with iron, in underground waters of 150 countries the iron bacteria of various types were discovered. In the researches [ASKERNIA et al. 2014], Gallionella, Lepthotrix bacteria were discovered in underground waters beyond the Arctic Circle, and in works [DU TOIT et al. 2014] their presence was described in the underground waters of South Africa. The iron bacteria may get into underground water carrying horizons as a result of drilling and maintenance of boreholes [EYKELBOSH 2013; SMITH 1995], as infiltration of surface waters from forest lakes and swamps [SAHA et al. 2016], and as potential migration from soils into underground horizons [HASSELBARTH, LUDEMANN 1972; HORN, RICHARDS 2010]. In most boreholes there is a sufficient amount of dissolved carbon dioxide and iron carbonate necessary for developing chemolithotrophic iron bacteria of Gallionella type. Under favorable conditions they may quickly propagate not only in boreholes themselves, but also in systems of water distribution in settlements. In this case the decrease of the carrying capacity of pipe lines
takes place and the biological corrosion with further water pollution is possible [Beimeng et al. 2015]. The scholars came to the conclusion that the optimal conditions for the development of iron bacteria are the values pH 6.0–8.0, Fe²⁺ > 0.25 mg·dm⁻³, dissolved oxygen in the range from 1.0 to 3.0 mg·dm⁻³. Thus, it is possible to make a conclusion about widely spread presence of iron bacteria in weak acidic and neutral underground waters containing ions of iron (II), dissolved carbon dioxide and minimum concentrations of oxygen.

A wide range of technologies and methods for purifying groundwater can be used today. Markiec et al. [2017] present results of researching water treatment from ions of iron, manganese, and also from colimorphic bacteria on filters loaded by silica carbonate. The main drawback of the suggested method is the necessity of correcting pH value of filtrate. The use of reagent method for acidifying the filtrate to the drinking water norms not only complicates the maintenance of technological equipment but also leads to making 1 m³ of treated water more expensive.

More perfect and reliable, in our opinion, is the method of simplified aeration with subsequent filtration on foam polystyrene filters [Orlov et al. 2016]. However, it is to be pointed out that under the treatment of weak acidic waters with the low alkali reserve the described method is of low efficiency. In this case it is necessary to use the comprehensive method of bio-physical-chemical water treatment.

The actual direction of present-day biotechnology for water purification is the use of iron bacteria for treating underground waters in drinking water supply.

The aim of the study is the comparison of the efficiency of using the biological method for treating underground iron containing weak acidic and neutral waters under different conditions. The objectives are the following:

- to carry out the qualitative and quantitative analysis of bio-minerals matrix in the space between the pores with the contact loading of the bioreactor;
- to compare the efficiency of using schemes of the biochemical deironing in weak acidic and neutral waters;
- to determine the effect of “polyhexamethylene guanidine” (PHMG) on the rate of the iron bacteria activity, and to study the mechanism of this process;
- to carry out the approbation of the suggested method at the operating station of water treatment.

The research was conducted in stages in accordance with the identified points.

MATERIAL AND METHODS OF RESEARCH

The sedimentation of bio-minerals was obtained from the washout waters of the biochemical deironing station. At the first stage, the roentgen-spectral analysis of the composition of sedimentation and matrix structure study were carried out with the help of the scanning microscope FEI Quanta.

At the second stage, the comparative researches were performed to determine the efficiency of using iron bacteria in various conditions. The pilot experimental installation is composed of the coming out water container with the volume of 2000 cm³, a reaction flask of 500 cm³ volume, a Kamovskiy pump, a flask with the changeable paper filter and a ceramic filter, a magnetic mixer MM–5, a system of rubber hoses, scheme is presented in Figure 1. Into the coming out water container there was added the calculated amount of 0.1 n hydrochloric solution and iron (II) sulphate.

The use of imitation solutions with high concentrations of iron ions and small content of dissolved oxygen permits to investigate the kinetics of the process of biological deironing by decreasing to the minimum the impact of dissolved oxygen in the capacity of oxidizer. Oxygen is used to support aerobic conditions necessary for developing iron bacteria. The concentration of oxygen was 1.0–2.0 mg·dm⁻³. The parameters of the quality of imitation solutions are given in Table 1.

![Fig. 1. Scheme of experimental installation; 1 = coming out imitation solution container; 2 = reaction flask; 3 = magnetic mixer; 4 = hermetic ceramic filter; 5 = flask of filtrate collection; 6 = Kamovskiy pump; source: own study](image)

**Table 1. Quality parameters of the water under research**

<table>
<thead>
<tr>
<th>No of experimental samples</th>
<th>Parameter of solution quality</th>
<th>Weak acid imitations aqueous solutions</th>
<th>Neutral imitations aqueous solutions</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>pH</td>
<td>Fe²⁺ mg·dm⁻³</td>
<td>Na₂CO₃ mg·dm⁻³</td>
</tr>
<tr>
<td>1</td>
<td>6.3</td>
<td>37.0</td>
<td>–</td>
</tr>
<tr>
<td>2</td>
<td>6.3</td>
<td>38.0</td>
<td>80.0</td>
</tr>
<tr>
<td>3</td>
<td>6.3</td>
<td>38.0</td>
<td>–</td>
</tr>
<tr>
<td>4</td>
<td>5.8</td>
<td>41.0</td>
<td>40.0</td>
</tr>
</tbody>
</table>

Explanation: PHMG = polyhexamethylene guanidine.
Source: own results.

At the third stage, the testing of the suggested method of the biochemical oxidation under working conditions was conducted. The construction of the water treatment station included the aeration device, a contact column of 450 mm diameter and 4000 mm high and several filters with the diameter of 720 mm and 3200 mm high. In the capacity of loading filters, the foam self-attenuating polystyrene was used, with fractions grain size of 0.8–2.0 mm. The thickness of filtering layer being 1500 mm. In the capacity of test objects, the Gallionella and Leptothrix iron bacteria were used.
RESULTS AND DISCUSSION

The research conducted at the first stage permitted to carry out the qualitative and quantitative evaluation of the matrix structure of iron bacteria in the space between the pores with the contact loading of the bioreactor (Fig. 2).

![Microphotographs of matrix structures of biominerals obtained with the help of scanning electronic microscope FEI Quanta; 1 = spiral-like covers of Gallionella ferruginea; 2 = crystalline precipitate of iron oxyhydrate on bacterial covers of Gallionella ferruginea; 3 = agglomerates of matrix structure; 4 = tubular structures of Lepthothrix; 6000x; source: own study](image)

Figure 2 shows the inner structure of the porous matrix consisting of random mixture of biominerals, covers of various kinds of iron bacteria both free and incrusted with the crystal-like sediment of lepidocrocite and iron hydrate. As is seen from the presented materials, the domination of Gallionella iron bacteria in the sediment was observed. The presented matrices (Fig. 2) were formed in the intra-porous space of the bioreactor included into the construction of the station for underground water treatment. The quantitative results of the spectral analysis of the sediment obtained at the expense of diffraction of X-rays, the scanning electronic microscopy (SEM) are given in Table 2.

From the survey of the data of spectral analysis it is seen that the composition of matrix includes iron, precipitated by a bacterial method, carbon, nitrogen and phosphorus which testifies to its organic constituent.

At the second stage of the research, the comparative analysis of the changing dynamics in time of Fe$^{2+}$ concentration in the suspended layer of sediment from biominerals matrices in weak acidic and neutral waters was conducted. The research was carried out under the conditions of: a) non-reagent processing (Fig. 3, curves 1, 6); b) the use of the solution of soda ash (Fig. 3, curve 2); c) using PHMG solution (Fig. 3, curve 3); d) complex processing of the researched water by solutions of soda ash and PHMG (Fig. 3, curves 4, 5).

According to the results of the performed comparative studies it is possible to draw conclusions as below.

- When using a non-reagent scheme during the first 30 min while processing neutral waters, the efficiency of treatment is higher than in the treatment of weak acidic waters (Fig. 3, curve 1, 6).
- When using the solution of soda ash, in a weak acidic medium, the activation of biochemical processes with the increased effect of treatment during the period of 5 to 30 min is observed (Fig. 3, curve 2), which by 1.7 times exceeds the efficiency by a non-reagent scheme (Fig. 3, curve 1). The mechanism of activation of the process of oxidizing iron ions by Gallionella iron bacteria is presented in paper by KVARTENKO et al. [2017].
- To determine the contribution of the share of biological treatment of underground waters from iron compounds into the total process of deironing, we had conducted a pilot study with the addition of PHMG solution into a reaction flask. In using the inhibitor with concentration 1·10$^{-2}$% (vol. %), in a weak medium (Fig. 3, curve 3) the efficiency of removing iron during the first 30 min constituted 40%, and further the curved line came out on the plateau.
- With the combined use of soda ash and PHMG solutions, depending on the concentration of a poly-cation, there were observed two variants of developing the

### Table 2. Elemental composition of sediment from intra-porous space of bioreactor at underground water treatment station

<table>
<thead>
<tr>
<th>Composition of elements (%)</th>
<th>Cover of Gallionella bacteria</th>
</tr>
</thead>
<tbody>
<tr>
<td>C</td>
<td>N</td>
</tr>
<tr>
<td>In weight</td>
<td>7.95</td>
</tr>
<tr>
<td>Atomic</td>
<td>15.51</td>
</tr>
</tbody>
</table>

Source: own results, quantitative result of the spectral analysis (SEM).
treatment process. With the concentration of a polycation $1 \times 10^{-2}\%$ (Fig. 3, curve 5) the change of iron ions concentration was constant in time. While using low concentrations of PHMG $2 \times 10^{-6}\%$ (Fig. 3, curve 4), the efficiency of treatment increased to 85%.

THE MECHANISM OF INHIBITING THE PROCESS OF IRON BACTERIA METABOLISM BY THE POLYHEXAMETHYLENEGUANIDINE

By the results of the researches, the PHMG polycation is operating toxically beginning with initial concentrations in solution $10^{-3}\%$ and higher [LYSYTSYA 2017]. The studies testify that molecules of this poly-cation are repeatedly combining with phospholipids of cytoplasmic membrane (CPM) and under the bacteria-static concentrations change its ionic permeability, electric potential, the operation of transmembrane fermenting systems, and under the bactericides ones they cause perturbation of lipid bilayer, destruction of CPM and the death of a cell [CARMONNA-RIBEIRO, DE MELO CARRASCO 2013; CHOI et al. 2017]. In our opinion, the process of blocking the normal operation of iron bacterium cell takes place by such mechanism. At first, large polymeric molecules of the preparation are adsorbed on big sectors of the cell shell surface, blocking in this way the operation of the poly-cellular ferment and the transfer of electrons to the breathing chain, and also the operation of the flowing pump and the transport of metabolites outside. As a result, there occur irreversible structural damages at the level of cytoplasmic membrane with the subsequent violation in the operation of other cellular systems.

Under the action of PHMG on *Leptothrix* iron bacteria, besides the described earlier mechanism, there may be the blocking of the fermentative system by it which is responsible for the work of a catalase. When there is inhibition of these enzymes in the cell, the accumulation of substantial concentrations of hydrogen peroxide will take place, which during the blocking of ports for removing the metabolism products outside the boundaries of the cellular membrane will result in the cells lysis. If the concentrations of the PHMG are less than $10^{-5}\%$, then the stimulating effect is observed from the action of PHMG, the proliferation of cells is being speeded up. Thus, the bactericidal concentration of PHMG ($1 \times 10^{-7}\%$) inhibits the processes of biochemical oxidation of iron ions by iron bacteria.

At the third stage, the results of the laboratory researches were tested at the operating station of deironing with the productivity of 5 m$^3$ h$^{-1}$, scheme is presented in Figure 4.

The parameters of the quality of the coming out water are the following: Fe$^{2+}$ 4.6 mg dm$^{-3}$, alkalinity (A) 1.6–1.7 mmol dm$^{-3}$, permanganate oxidability (PO) 2.85–3.55 mg O$_2$ dm$^{-3}$, pH 6.45–6.55. The block-scheme of the operating station is presented in Fig. 4. The coming out water is supplied by pipeline (1) via the aeration assemblage (6) to the circular partition-like mixer (4), mixing before that with the solution of soda ash (8). The soda ash solution is supplied by the dosage pump (15) from the tank (16). Further on by a transferring pipeline (7) the water is admitted to the lower part of the contact column where the processes of the preliminary oxidation of polluted substances are taking place. From the contact column the water is admitted to the lower part of foam-polystyrene filters through the sys-

---

**Fig. 4.** Scheme of block-module station of underground water treatment; 1 = pipeline; 2 = pockets; 3 = vacuum break pipe, 4 = circular partition-like mixer, 5 = partitions, 6 = aeration assemblage, 7 = transferring pipeline, 8 = solution of soda ash, 9, 11 = system of hydro-robots, 10 = system of pipelines, 12 = technological pipelines, 13 = pipeline for filtrate removal, 14 = pipeline, 15 = dosage pump, 16 = tank, 17 = pumps; source: own results

© PAN in Warsaw, 2018; © ITP in Falenty, 2018; Journal of Water and Land Development. No. 39 (X–XII)
tem of pipelines (10). Filtering is performed in the rising flow with the velocity of 2.5–3.0 m∙h⁻¹. Clean water is collected in the above-filter space and via the pockets (2) and technological pipelines (12) is directed to clean water reservoir (CWR). The washing out of the filtration loading is carried out with the intensity of 12.0 dm³∙s⁻¹∙m⁻², during 80 s under the hydro-automatic conditions with the help of the system of hydro-robots (9, 11). Water from CWR with the help of pumps (17) by a pipeline (14) is directed to the consumer.

The results of the comparative studies of the operation of the station are given in Figure 5. The slight efficiency of iron compounds oxidizing process, in the first case (Fig. 5, curve 1) is explained by low bicarbonate alkalinity of the coming out water, the presence of aggressive carbon dioxide (up to 50 mg∙dm⁻³) and dissolved humic acids. The use of the additional source of carbon in the form of the solution of soda ash (Fig. 5, curve 2) permitted to increase the value of bicarbonate alkalinity of the system to 2.0–2.2 mmol∙dm⁻³ and to activate the activity of *Gallionella* iron bacteria.

![Figure 5](image-url)  
**Fig. 5.** Change in the efficiency (E) of water purification throughout the filter cycle: 1 = without using additional carbon source; 2 = using the solution of soda ash; t = time; source: own study

**CONCLUSIONS**

As a result of the researches it was determined that matrix structures are composed of non-ordered mixture of biominerals, covers of various kinds of iron bacteria with the dominant presence of *Gallionella*. The quantitative results of spectral analysis of a bacterium cover showed that the composition of matrix structures included iron, carbon, nitrogen, and phosphorus, which testifies to its organic constituent. The comparative studies carried out concerning the removal of Fe²⁺ ions by iron bacteria consortiums in weak acidic and neutral media, showed the efficiency of biological treatment under the conditions with non-substantial (up to 2.0 mg∙dm⁻³) oxygen content resulting in the increased efficiency while using the additional source of non-organic carbon. It was established that using concentrations of polyhexamethylene guanidine (PHMG) 1·10⁻³%, the decrease of up to 50% of the total effect of deironing was observed. The mechanism was proposed for blocking the normal life activity of iron bacteria by PHMG. The comparative research was carried out at the operating station of water treatment as a result of which it is established that the use of the non-reagent method renders the possibility of removing up to 80% iron compounds, while the use of soda ash increases the efficiency of treatment process up to 93%.

**REFERENCES**


Wykorzystanie metody biologicznej do oczyszczania wód podziemnych zawierających żelazo

STRESZCZENIE


Słowa kluczowe: bakterie żelazowe, metoda biologiczna, stacja uzdatniania wody, wody podziemne